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f INSTALLATION MANUAL
PRODUCT NAME : Mini TUBE -

Medium TUBE - Wall Up/Downlight

C€

Wall Up/Downlight

. A IP65
L Maxi TUBE - Wall Up/Downlight
No. Inpuf voltage Ordering code @
1. | 220-240V~ 50/60Hz 5001-A/B/D/5/6/7-3/4/5-901-XX
2 _ _ _anu_ Item Model Size/uun
5001-A/B/D/5/6/7-3/4/5-904-XX Py <Raun X 5 c
3. 5001-A/B/D/5/6/7-3/4/5-503-XX 1 | 0D-5001LED 105 | 217 | 174
A 5002-5/6/7/9-3-902/ 905 /505-XX 2 |0D-5001LED 2x12W |105 | 218 | 174
_— 3 |0D-5002 LED 140 | 302 | 200
5. 5002-5/6/7/9-3-873/874-XX 4 |0D-5002 LED 2x18W | 140 | 200 | 200
6. 5002-A/C-3/4-534/535/536-XX > |0D-5003 LED 175 | 450 | 248
- 6 |OD-5003 LED 2x22W| 175 | 304 | 248
7. 5003-5/6/7/9-3/4-902-XX —
8. 5003-5/6/7/9-3/4-905-XX B
9. 5003-5/6/7/9-3-887-XX
10. 5003-5/6/7/9-3-891-XX
— [— C —
n 5003-5/6/7/9-3-873-XX
12 5003-5/6/7/9-3-874-XX .
- Unit : mm
13. 5003-5/6/7/9-3-877-XX
. 5003-5/6/7/9-3-878-XX @
15. 5003-5/6/7/9-3/4-505-XX
16. 5003-5/6/7/9-3-506-XX
17. 5001-Q-3/4/5-630/644/645-XX
18. 5001-Q-3/4/5-646/647/648-XX
19. 5003-A/B/C/H/N-6-440-XX

1-16

Light Emitting Diodes
[LED]

17-18

Light Emitting Diodes
[LED]
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Wall plug anchor size ju Screw size
S\ unawnidvwli (=] unnansindeudas
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L—L—-I @7 mm./uu 37 mm./uu. @4 mm. | @9 mm.| 38 mm.
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& Use appropriate installation material
= q) = depending on installation conditions. 31
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Wall bracket Wall bracket Wall bracket Cable size : 3X1.00 mm. @810 @
wudnwdv uudinwin uudowd yinoaely $# —
0D-5001 0D-5002 0D-5003 32

@ For On-Off system./dHSus:

M\ Bush protected against
dripping water.
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Installation complete
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For DMX System.
aHSus:uu DMX

For 1-10V dimming and DALI system.
dHSus:uuiu1-10Vua:s:uuDALI

A
e
Green/Yellow : & ﬂ
Brown :L
Blue :N A = 38-40 mm. ——I—LB
White : + [DA1) B = 8-10 mm. )
Black - - [DA2] C = 30-32 mm. Shield : Sh.

A =26-28 mm. White : DMX-
B=8-10 mm. Brown :DMX+
Cable UNITRONIC Li2YCYv [TP]

A
Size 1x2x0.5 [JJ Lap]
DMX512/RDM
—
gl i
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A = 33-35. Green/Yellow : &

B=8-10 mm. Brown: L
C=26-28mm. Blue : N

2
Cable Size/uwnaaalw : 3x1.00 mm. @8-10 mm.

\ c (G
[T d
DA2 : I
_@ @L=
L [O ]

For DALI system.
S HSus:uuDALI

DA1

For DMX system
dHSUS:UUDMX
e N s N
Cable size : 3X1.00 mm. $8-10 mm. g g ]
uunanelw Cable UNITRONIC Li2YCYv [TP)
Green/Yellow : @ Size 1x2x0.5 (JJ Lap)
B S DMX512/RDM
roun: Shield : Sh.
\__ Blue: N y Whife : DMX+
Brown : DMX-
\ J
Input 220-240 V~ mp =

For Contfroler DMX msp =

@ Follow common DMX wiring practices such as termination,topology and cable specification
UpUAmUIENsIAuanauae s:uu DMX 1iu misiiauda , S:uulASatE ta: awauavaalw
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Remark :
HUYEIHO

1. Installation should be carried out by a qualified
electrician in accordance with appropriate national wiring
regulation.
msanflAulwihta:aunsa Ascudumsloadilwin
AdAnusua:Anuiinny lumsanaugunsailwin
lnaun:muunsguveumsiwih

2. Disconnect the power before changing the lamp.
Unaindlunnadufiudaunasnly

3. This is Class1 luminaire, the installation must be
completed with earthing.
laulwsutgnsaliluus:innuasmstauiulwing) s:au 1
Av:davdaanafumuuInsgiuANuUaDnne

4. Do not exceed the maximum wattage.
fuldrasnlwATunnIndiAuniAs:y H3aldHaon@ausnN

5. Don't fouch LED while maintaining or cleaning.
Hiwduwanaon LED uru:UnsesSnn HSarhANua:an

Warning :

UDAISS: I
. The manufacturer will not be liable or held responsible
for any incorrect installation, misuse or improper use
and unauthorised modification to the fittings. Failure
to comply with mentioned warning may cause serious
damage or serious injury to persons, animals or
objects. If any modification is required please consult
your dealer for the defails.
mouimén'lda*nmsns“'umnuau’lummé’amu’(nqr‘itﬁnmn
msnnn\ﬂunnas Jgnudnusannkdadandavilaulunnnsed
do dod@aundand awmlkiAndunsanu Au 303 douae
mindlaavdunSainnudavnsusuucvadlau
THiHU:aunumsldoiu nsanfndaMunuSHeHSaYwan
2.Where damage has occured to the fittings, please

make the replacement with standard parts before use.

I‘unsruFiuuuehuUs nauTmnpmwUIQUHwns.ruwanﬂu

udiulunioumslinunnase WanANUUaOAE
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For On-Off system.
dHsSus:uudn - Un

2
@ Cable Size/uunnanalw : 3x1.00 mm. @8-10mm.

In case the supply cable is exposed to sunlight use UV resistant cable.
nscindmsanavlaulwuanams nalaulwAdMsiwSede3 aeludovannsnlavniu réo TmsUsuAululignsedasla

NO @ Do nof touch the LED because it may shorten the life time or the LED can be

\ breaking down.

Fududianaan LED Inendounn wsro:rmifnasnidouamuw

O05m

@ Minimum distance to lighted surface.
s:eiHWUUM dnHlhlAudvdiu@ifgndavaite

@ Any damaged safety glass cover must be replaced only with the original

spare part.
) Wons:oniAnAMUIFarE 1onUUaanAunIsdsRIHaIRINGwanIidU

@ Make sure the plug is secured tightly and note the ground level.

S~ wandavéinaenvudurunua:iduaiuwibu
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effectively fixed to the wall. if the power cord is within reach.

Q @ To reduce the risk of being constricted The wires attached to this lamp must be
WoaanANuidendamsgnanalwines /SoaalwidandlnudavgnindnnuwivosviBauson

A& Cable

@ Noft using chemical compounds and aggressive agents such as , weed repellents
fertilizers , acid solvent and contaminated irrigation water near the Luminaires.
Fuldansiadibu Ja, enfdodnsiy, Yuun, axsaanafidunsn ua:tihuidouansiai
usuAGnMlAUTY

@ Clean the products regularly to maintain good light output and prolong surface
quality .
Only use solvent-free cleaning solutions on the products. X
mAnuaanwaniunifulssudasnunanudoaividia:doaanrumubud)
l3dheniAnuaanAlidieanagednsatima:anaiuwansicuriidu

@ Do not use a high pressure washer fo clean the products.
FwldinSavdnuusvaugulumsmanua:ainwanour

@ Our products are installed with electronic components with the protection against
overvoltage according to IEC 61547. The customers have to install the additional
overvoltage protection devices (against surge, fransients, etc] in their electrical

p, A system to avoid the risk of damage. Failing to do so will end the product warranty.

A wanfAturivovsiimsanfvaunsnididnnsadnddnsumsUavnunsyaulwiiumuuinsgiu IEC
py 61547 ua:anAdovanivaunsnilaviuuseaulwiiumuiiu [Uaviulwns:xin Iwihanivos

> yay]lus:uulwihioe 1WeKandavANUIdenid:inANUdame Kinlududunsaunad

LED ms5uUs:Aup:dugnay

@ ® To replace the LED module or the entrire luminaire.Please consult your

_::_ = _::_ salef represed.nfanve. ) o
' ' Hindavmsilaau LED module nSalaulwlusniindadaunuuiauavacu
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@ Environmental protection: Waste electrical products should not be disposed of
with household waste. please recycle where facilities exist.check with your local
authority or retailer for recycling advice According to directive 2002/96/CE and
directive 2012/19/EU Waste Electrical and Electronic Equipment [WEEE].
FufvwanAruridsiuiuve 1unsalsauuunauqluaauanawms?umustnuunwannrunaan
mnuaaléuUs.lnnauqua.sTumaamulhm.aunwaeiulasumsuwpswmnsnauuﬂumuua.um
Uauiudunsiedaduinndourdogumuuauuudiinnooinmsivueslnaliomsaiuau
9wdvmus:10au 2002/96/CE ua:s:10au 2012/19/EU Waste Electrical and
Electronic Equipment (WEEE].

Replacing the LED module
38msideu LED module
1. Contact your sales representative for replacement LED modules. Make sure that the replacement module
match the initially supplied module. Note the part number printed on the LED module.
1036w LED module TinsufusufdaemsiudeulnansinaauiruiaiauiuiuulED modules ua: Andamununetdodoto
LED modules fidasmsiudeu
2. The LED module can be replaced by qualified persons using standard tools.
mswWauu LED module ﬁaar'hfnulhat@ﬁwuwryua:?ﬁméaoﬁar‘ﬂﬁmnsg‘nu
3. Disconnect power before opening the luminaire housing.
AnuHavselursufivadoailau
4. Replace the old LED module with the new LED module. Reapply thermal interface material as supplied with the
new LED module.
nan LED module Athsnaan pnduriAriua:ainaniuHaan 1drdnisus:nou LED module Ty na:doaiudau
wwuThermal Pad K50 Thermal Grease ﬁwnnns:a

5. Inspect gaskets and if required replace with new gaskets. Defective luminaire covers must be replaced. Inspect
correct wiring of replaced LED module.

asavasuus:futa:gudiuvavilau mbsaidamalirhmsiaauliu ta:nsivaaumsitnanealwuas LED module
Awaaulkugndoorsoll

6. Close the luminaire housing before reconnecting power.
Unuhnsaudanlnululiisausosnoudalw
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